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PRESENTED SAMPLE

Sample description:

A sample of a knitted covered fabric intended
referenced as "CLEANBED".

Report No: lN-01335/2011-E
Pages: 3

to manufacture upholstered bed bases,

REQUESTED TESTS

FURNITURE. ASSESSMENT
UPHOLSTERED BED BASES.
Standard UNE EN 597-1:95

Presentation date: 05/07/'1 1

OF THE IGNITABILITY OF MATTRESSES AND
Part 1: lgnition source: Smouldering cigarette

:-{
s-:

t*

is
!.P
-.s
'ii 5Jlr

: it
!:;,i

ral
sir
g,;i:

35;

i,lli

,s å1:,",

!l ! ill
q:etg: ?

,så$

Performance dates: from 05107111 lo 12107111

Reaction to Fire Technical Manager
Gemma Ferrer

Terrassa, July 12th. 201 1
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FURNITURE. ASSESSMENT OF THE IGNITABILITY OF MATTRE SSES AND 
UPHOLSTERED BED BASES. Part 1: Ignition source: Smo uldering cigarette 

 
Standard UNE EN 597-1:95 
 
Scope: This test method is intended to assess the ignitability of mattresses and upholstered 
bed bases exposed to a smouldering cigarette.  
 
Equipment used: Horizontal frame, Anemometer, Chronometer, 
 
Conditioning of the specimens and cigarettes:   16 h 23±2ºC and 50±5%hr  
 
Test conditions:  
 
Test atmosphere: Temperature (10-30ºC)  and Relative humidity (15-80% hr) 
Ignition source: Cigarette 
Air speed: <0,2m/s 
Flammability speed of the cigarette: 12,0±3,0min/50mm 
 
Results obtained: 
 

IGNITABILITY CRITERIA OF PROGRESSIVE 
FLAMMABILITY 
Dangerous and increasing 
flammability 

NO 

 Test sample consumed NO 
The sample burns completely during 
the test 

NO 

It burns for more than 1 hour NO 
Charring area >50 mm from the source NO 
FLAME CRITERIA  
Existence of flames NO 
COMMENTS: ---- 
 

          
 

TEST RESULT:   NO IGNITION 
 
 
Remark: The results obtained refer exclusively to the ignitability of the combination of materials 
under these specific conditions. Therefore, they are not intended to assess the total potential 
risk of ignitability of the mattress or upholstered bed base. 
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ANNEX Nº1: TESTED SAMPLE 
 
 

- FURNITURE. ASSESSMENT OF THE IGNITABILITY OF MATTRESSES AND 
UPHOLSTERED BED BASES. Part 1: Ignition source: Smouldering cigarette 

       Standard UNE EN 597-1:95 
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ANF AC - Calle Orense, 85 28020 - Madrid - telf. (+34) 902 902 172"

Informe interpretable
de Firma Electrónica

Resumen de Firma

Firma 1

Páginas firmadas: De la 1 a la 3

Firmante(s):

Nombre: GEMMA FERRER DOMINGO

Fecha:¹ 2011/07/12 12:45:42

Documento jurídico adjunto: firma_juridica.slc

Nombre documento original: IN-01335-2011-E.pdf

IMPORTANTE
Esta visualización es una representación gráfica interpretable de la Firma Electrónica integrada en este documento. Para confiar
en los datos mostrados, es imprescindible obtenerlos desde el documento de firma adjunto a este documento PDF, único
documento que garantiza la seguridad y validez jurídica de la firma. Para realizar estas acciones puede descargar el dispositivo
de verificación homologado por ANF AC en

https://www.anf.es/exe/eSLCViewer.exe

Esta firma electrónica cumple los requerimientos establecidos por la Ley de Firma Electrónica 59/2003 en el art. 24.3 en materia
de firma electrónica reconocida.

¹ UTC (Tiempo Universal Coordinado, no se aplica desplazamiento horario verano-invierno)

Páginas documento: 1 a 3

Páginas sección firma: 1
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This report only testifies to the sample/s provided for testing or analysis remaining in the Laboratory’s custody, according to the methods and conditions herein contained, limiting professional and legal responsibility of the Laboratory 
to these facts.  Unless otherwise specified, the testing sample/s has or have been chosen by the customer. The testing sample/s will be stored in LEITAT for six months from the date of issuance of this summary, unless otherwise 
mentioned by legal specifications, rules or other regulations herein contained specifying longer term. Any claim on a report must be made during the term of storage of the sample/s provided, exempting the Laboratory from any 
responsibility if not proceeding this way. The content of this report can not be neither partially or totally reproduced nor used for advertising purposes without expressed authorization by the Laboratory. This Laboratory is not 
responsible in any case for the interpretation or misuse that may be done of this report. The uncertainties arising from the test results are available to customers, if required. 
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Manufactures Industrials de Tortellà, S.A. (Mitsa) 
Ctra. Argelaguer S/N 



17853 -  Tortella 



Girona 



Report Nº:  IN-01335/2011-E 
Pages:  3 



 
PRESENTED SAMPLE 



Sample description: 



 
A sample of a knitted covered fabric intended to manufacture upholstered bed bases, 



referenced as “CLEANBED” . 



Presentation date: 05/07/11 



 



REQUESTED TESTS 



 
- FURNITURE. ASSESSMENT OF THE IGNITABILITY OF MATTRESSES AND 



UPHOLSTERED BED BASES. Part 1: Ignition source: Smouldering cigarette 
       Standard UNE EN 597-1:95 



 



Performance dates:   from 05/07/11  to 12/07/11 



 



 



 



 
Reaction to Fire Technical Manager 



Gemma Ferrer 



Terrassa, July 12th, 2011 
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FURNITURE. ASSESSMENT OF THE IGNITABILITY OF MATTRE SSES AND 
UPHOLSTERED BED BASES. Part 1: Ignition source: Smo uldering cigarette 



 
Standard UNE EN 597-1:95 
 
Scope: This test method is intended to assess the ignitability of mattresses and upholstered 
bed bases exposed to a smouldering cigarette.  
 
Equipment used: Horizontal frame, Anemometer, Chronometer, 
 
Conditioning of the specimens and cigarettes:   16 h 23±2ºC and 50±5%hr  
 
Test conditions:  
 
Test atmosphere: Temperature (10-30ºC)  and Relative humidity (15-80% hr) 
Ignition source: Cigarette 
Air speed: <0,2m/s 
Flammability speed of the cigarette: 12,0±3,0min/50mm 
 
Results obtained: 
 



IGNITABILITY CRITERIA OF PROGRESSIVE 
FLAMMABILITY 
Dangerous and increasing 
flammability 



NO 



 Test sample consumed NO 
The sample burns completely during 
the test 



NO 



It burns for more than 1 hour NO 
Charring area >50 mm from the source NO 
FLAME CRITERIA  
Existence of flames NO 
COMMENTS: ---- 
 



          
 



TEST RESULT:   NO IGNITION 
 
 
Remark: The results obtained refer exclusively to the ignitability of the combination of materials 
under these specific conditions. Therefore, they are not intended to assess the total potential 
risk of ignitability of the mattress or upholstered bed base. 
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ANNEX Nº1: TESTED SAMPLE 
 
 



- FURNITURE. ASSESSMENT OF THE IGNITABILITY OF MATTRESSES AND 
UPHOLSTERED BED BASES. Part 1: Ignition source: Smouldering cigarette 



       Standard UNE EN 597-1:95 
 
 



 
 



 
 
 



 
 
 
 



 
 
 


















